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Mine Safety and Health Admin., Labor § 75.334 

on all accessible surfaces with a flame- 
retardant material having a flame- 
spread index of 25 or less, as tested 
under ASTM E162–87, ‘‘Standard Test 
Method for Surface Flammability of 
Materials Using A Radiant Heat En-
ergy Source.’’ This publication is in-
corporated by reference and may be in-
spected at any MSHA Coal Mine Safety 
and Health district office, or at 
MSHA’s Office of Standards, Regula-
tions, and Variances, 1100 Wilson Blvd., 
Room 2352, Arlington, Virginia 22209– 
3939, and at the National Archives and 
Records Administration (NARA). For 
information on the availability of this 
material at NARA, call 202–741–6030, or 
go to: http://www.archives.gov/ 
federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html. In addition, copies 
of the document can be purchased from 
the American Society for Testing 
(ASTM), 100 Barr Harbor Drive, PO Box 
C700, West Conshohocken, PA 19428– 
2959; http://www.astm.org. This incorpo-
ration by reference was approved by 
the Director of the Federal Register in 
accordance with 5 U.S.C. 552(a) and 1 
CFR part 51. 

(4) In anthracite mines, doors and 
regulators may be constructed of over-
lapping layers of hardwood boards, if 
the doors, door frames, and regulators 
are a minimum 2 inches thick. 

(f) When sealants are applied to ven-
tilation controls, the sealant shall 
have a flame-spread index of 25 or less 
under ASTM E162–87, ‘‘Standard Test 
Method for Surface Flammability of 
Materials Using A Radiant Heat En-
ergy Source.’’ This publication is in-
corporated by reference and may be in-
spected at any MSHA Coal Mine Safety 
and Health district office, or at 
MSHA’s Office of Standards, Regula-
tions, and Variances, 1100 Wilson Blvd., 
Room 2352, Arlington, Virginia 22209– 
3939, and at the National Archives and 
Records Administration (NARA). For 
information on the availability of this 
material at NARA, call 202–741–6030, or 
go to: http://www.archives.gov/ 
federallregister/ 
codeloflfederallregulations/ 
ibrllocations.html. In addition, copies 
of the document can be purchased from 
the American Society for Testing 
(ASTM), 100 Barr Harbor Drive, PO Box 

C700, West Conshohocken, PA 19428– 
2959; http://www.astm.org. This incorpo-
ration by reference was approved by 
the Director of the Federal Register in 
accordance with 5 U.S.C. 552(a) and 1 
CFR part 51. 

(g) Before mining is discontinued in 
an entry or room that is advanced 
more than 20 feet from the inby rib, a 
crosscut shall be made or line brattice 
shall be installed and maintained to 
provide adequate ventilation. When 
conditions such as methane liberation 
warrant a distance less than 20 feet, 
the approved ventilation plan shall 
specify the location of such rooms or 
entries and the maximum distance 
they will be developed before a cross-
cut is made or line brattice is installed. 

(h) All ventilation controls, including 
seals, shall be maintained to serve the 
purpose for which they were built. 

[61 FR 9829, Mar. 11, 1996; 61 FR 20877, May 8, 
1996; 61 FR 26442, May 28, 1996; 61 FR 29288, 
29289, June 10, 1996, as amended at 67 FR 
38386, June 4, 2002; 71 FR 16668, Apr. 3, 2006; 73 
FR 80612, Dec. 31, 2008] 

§ 75.334 Worked-out areas and areas 
where pillars are being recovered. 

(a) Worked-out areas where no pillars 
have been recovered shall be— 

(1) Ventilated so that methane-air 
mixtures and other gases, dusts, and 
fumes from throughout the worked-out 
areas are continuously diluted and 
routed into a return air course or to 
the surface of the mine; or 

(2) Sealed. 
(b)(1) During pillar recovery a bleeder 

system shall be used to control the air 
passing through the area and to con-
tinuously dilute and move methane-air 
mixtures and other gases, dusts, and 
fumes from the worked-out area away 
from active workings and into a return 
air course or to the surface of the 
mine. 

(2) After pillar recovery a bleeder 
system shall be maintained to provide 
ventilation to the worked-out area, or 
the area shall be sealed. 

(c) The approved ventilation plan 
shall specify the following: 

(1) The design and use of bleeder sys-
tems; 

(2) The means to determine the effec-
tiveness of bleeder systems; 
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(3) The means for adequately main-
taining bleeder entries free of obstruc-
tions such as roof falls and standing 
water; and 

(4) The location of ventilating de-
vices such as regulators, stoppings and 
bleeder connectors used to control air 
movement through the worked-out 
area. 

(d) If the bleeder system used does 
not continuously dilute and move 
methane-air mixtures and other gases, 
dusts, and fumes away from worked- 
out areas into a return air course or to 
the surface of the mine, or it cannot be 
determined by examinations or evalua-
tions under § 75.364 that the bleeder sys-
tem is working effectively, the worked- 
out area shall be sealed. 

(e) Each mining system shall be de-
signed so that each worked-out area 
can be sealed. The approved ventilation 
plan shall specify the location and the 
sequence of construction of proposed 
seals. 

(f) In place of the requirements of 
paragraphs (a) and (b) of this section, 
for mines with a demonstrated history 
of spontaneous combustion, or that are 
located in a coal seam determined to 
be susceptible to spontaneous combus-
tion, the approved ventilation plan 
shall specify the following: 

(1) Measures to detect methane, car-
bon monoxide, and oxygen concentra-
tions during and after pillar recovery, 
and in worked-out areas where no pil-
lars have been recovered, to determine 
if the areas must be ventilated or 
sealed. 

(2) Actions that will be taken to pro-
tect miners from the hazards of sponta-
neous combustion. 

(3) If a bleeder system will not be 
used, the methods that will be used to 
control spontaneous combustion, accu-
mulations of methane-air mixtures, 
and other gases, dusts, and fumes in 
the worked-out area. 

§ 75.335 Seal strengths, design applica-
tions, and installation. 

(a) Seal strengths. Seals constructed 
on or after October 20, 2008 shall be de-
signed, constructed, and maintained to 
withstand— 

(1)(i) At least 50-psi overpressure 
when the atmosphere in the sealed area 
is monitored and maintained inert and 

designed using a pressure-time curve 
with an instantaneous overpressure of 
at least 50 psi. A minimum over-
pressure of at least 50 psi shall be 
maintained for at least four seconds 
then released instantaneously. 

(ii) Seals constructed to separate the 
active longwall panel from the 
longwall panel previously mined shall 
be designed using a pressure-time curve 
with a rate of pressure rise of at least 
50 psi in 0.1 second. A minimum over-
pressure of at least 50 psi shall be 
maintained; or 

(2)(i) Overpressures of at least 120 psi 
if the atmosphere in the sealed area is 
not monitored, is not maintained inert, 
the conditions in paragraphs (a)(3)(i) 
through (iii) of this section are not 
present, and the seal is designed using 
a pressure-time curve with an instanta-
neous overpressure of at least 120 psi. A 
minimum overpressure of 120 psi shall 
be maintained for at least four seconds 
then released instantaneously. 

(ii) Seals constructed to separate the 
active longwall panel from the 
longwall panel previously mined shall 
be designed using a pressure-time curve 
with a rate of pressure rise of 120 psi in 
0.25 second. A minimum overpressure 
of 120 psi shall be maintained; or 

(3) Overpressures greater than 120 psi 
if the atmosphere in the sealed area is 
not monitored and is not maintained 
inert, and 

(i) The atmosphere in the sealed area 
is likely to contain homogeneous mix-
tures of methane between 4.5 percent 
and 17.0 percent and oxygen exceeding 
17.0 percent throughout the entire 
area; 

(ii) Pressure piling could result in 
overpressures greater than 120 psi in 
the area to be sealed; or 

(iii) Other conditions are encoun-
tered, such as the likelihood of a deto-
nation in the area to be sealed. 

(iv) Where the conditions in para-
graphs (a)(3)(i), (ii), or (iii) of this sec-
tion are encountered, the mine oper-
ator shall revise the ventilation plan to 
address the potential hazards. The plan 
shall include seal strengths sufficient 
to address such conditions. 

(b) Seal design applications. Seal de-
sign applications from seal manufac-
turers or mine operators shall be in ac-
cordance with paragraphs (b)(1) or 
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